TRANSFORMER CONSULTANTS

A DIVISION OF S.D. MYERS INC.

cusy ASH GKOVE CEMENT WEST oty
suB namg RAY RILL UNIT 8

NAMEPLATE DATA

mig WEST EQUIP TYPE
DAIE MIG TRANS CLASS
SN 1606070 YMPLDENCE
«vA 13 PHASE/CYCLE
P 2,200 LD TYPE
stc 20 GAL LIOUIO

VISUAL INSPECTION

a1 conDriion  BAD Leaks NOHE

FIELD SERVICE

DATE  SEAVICE  LEVEL TEMP  P/V
6/00/82 NORNAL
2103186 NORNAL

2-26 &b

72.3.%v.Y
|
3890 MDWRY AVENUE, SUITE A, FRENONT, CA 94538 '
SEATILE WA 0y 00254200 oall Pty 2126166
OIHER wocatios  14DOOR /CROUND
ADDITIONAL EQUIPMENT
TRANSFORNER RADIAIORS N0 conservator MO
FANS NO 1ap cHangiR  NO
H20 CODLED K0 BUSHING 1 0C
1180 o pumps MO RECCAIMER
alL 10P FPV POWER V/A
Q BOTIOM fpV OIHLR ACCESS
;; PCB CONTENT ! EXPRESSED IN PPM ;;
/ DATF QF 1242 1254 1260 F01AaL /
; SERVICE ARODCLOR AROCLOR AROCLOR  CONIENT ;
7101182 - N
5; 2R s 85 :;
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/ COLOR L ABEL CREEN  ragg  NDN-PCB 7,
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LIQUID SCREEN TEST DATA

ACIO
{.380 Ux

0 QU

12t DIEL COLOR 5P GA VISUAL SECIMENT
6.9 UR 34 &aC .00 UK 0.830 AC CLEAR AC KONE AC
23.8 UK 46 AL 2.00 AC  0.840 AC CLEAR AC NONE AC

COMMENTS W/N AND/OR IFT TEST INDICATES THE PRESENCE OF OXIDATIDN BY-PROODUCTS.

GAS-IN-OIL ANALYSIS / GAS CHROMATOGRAPHY EXPRESSED IN PPM

CARBON CARBON TDTAL TOTAL

DATE SERVICE MYOROGEN DXYGEN  NITROGEN METHANE  MONOXIDE DiQxt0E EYTHANE ETHYLENE ACETYLENE  COMBUSTIBLE GAS

T109/82 ND 21970 57455  TRACE  TRACE 323 HD ND ND TRACE 79750

2/05/88 ND 26687 55497 ND ND 356 ND ND . Ll B2500
USEPA SF

RECOMMENOATION 3 COMMENTS
RETEST { YEAR

CI R N TR S N I R 1 L (U 0 W 1 N Y

PRNTRIY RV

3 8-THE ANALYSIS OF THIS SAMPLE SHOUWS NO SICNIF LCANT INCREASE TN THE COMBUSTIBLE GAS VOLUNE.
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ICP/METALS-IN-OILJEXPRESSED IN PPM

DATE SERVICE ALUMINUM IRON ZINC COPPER LEAD SILVER Tin MOLYBOENUM CADMIUM
2/05/84 ND -390 N KD L) LY ND NO L1

NOTE-THE ANALYSIS OF THIS SANPLE DOES NOT SHOU ANY ABNCRHALLY HIGH AMOUNTS OF DISSOLVED METALS. TYHIS OATA SERVES AS A BASELINE UPON
WHICH FURTHER EVALUATTONS WILL REST. COMMENT - RETEST 1 YEAR. '
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LIQUID POWER FACTOR
DATE SERVICE 25¢C 100 C
2/03/8¢ 0341 AC 1.6003 AC
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